
 

 
 

day ENVIRONMENTAL CONSULTANTS 

   DAY ENVIRONMENTAL, INC. DAY ENVIRONMENTAL, INC.
 

June 24, 2014 
 
 
Mr. Eugene Melnyk 
Division of Environmental Remediation 
New York State Department of Environmental Conservation 
270 Michigan Avenue 
Buffalo, New York  14203-2899 
 
Re: Vapor Intrusion Mitigation 

Anderson Cleaners Site 
 Jamestown, New York 
 Brownfield Cleanup Program Site #C907027 
 
Dear Mr. Melnyk: 
   
Day Environmental, Inc. (DAY) prepared this letter on behalf of Anderson Cleaners (Anderson) 
presenting the results of recent studies conducted to assess vapor intrusion in portions of the 
Anderson facility located on 5 Hunt Road, Jamestown, New York (the Site).  In addition, this letter 
presents mitigation proposed to address identified and potential impacts to the indoor air. 
 
Vapor Intrusion Evaluation 
 
DAY submitted a work plan to the New York State Department of Environmental Conservation 
(NYSDEC) titled Vapor Intrusion Study Work Plan, Anderson Cleaners Site, 5 Hunt Road, 
Jamestown, New York, NYSDEC Brownfield Cleanup Program; Site #C907027 dated April 2014 
(the Vapor Intrusion Work Plan).  The NYSDEC approved the implementation of the studies 
outlined in this work plan in a letter dated April 18, 2014, and DAY completed the field work 
identified in the Vapor Intrusion Work Plan on May 1, 2014.  [Note: During the collection of the 
samples on May 1, 2014, attempts were made to replicate building conditions during the heating 
season (e.g., doors and windows were closed, etc.).] 
 
As described in the Vapor Intrusion Work Plan, sub-slab (designated with a SS prefix) and 
adjacent indoor air samples (designated with an AI prefix) were collected from locations in the 
“Finishing Area” (i.e., samples SS-1 and AI-1), and the “Office/Showroom Area” (i.e., samples 
SS-2 and AI-2).  In addition, a background air sample was collected from an upwind location 
outside of the Anderson building (i.e., designated Background).  The sample locations are 
depicted on Figure 1. 
 
In accordance with the Vapor Intrusion Work Plan, the samples were collected using Summa 
Canisters and pre-calibrated regulators over an 8-hour period to replicate the typical period of 
occupancy of the building.  Following collection, the samples were submitted under chain of 
custody control to Spectrum Analytical, Inc. (Spectrum) for testing via United States 
Environmental Protection Agency (USEPA) Method TO-15.  Copies of the laboratory report 
prepared by Spectrum and the executed chain of custody documentation are included in 
Attachment A.  The detected volatile organic compounds (VOCs) measured in the samples tested 
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are presented in Table 1.  This table also includes a comparison of the detected VOC 
concentrations to guidance values presented in the New York State Department of Health 
(NYSDOH) document titled Final Guidance for Evaluating Soil Vapor Intrusion in the State of 
New York dated October 2006 and the September 2013 Fact Sheet prepared by the NYSDOH 
titled Tetrachloroethene (PERC) in Indoor and Outdoor Air.   
 
A review of the test results indicates that the sub-slab and indoor air samples collected from the 
“Office/Showroom Area” are impacted, and that mitigation is required in this area.  Although the 
sample collected from the “Finishing Area” contained concentrations of various VOCs that 
exceeded NYSDOH guidance values, the impact was significantly less than that identified in the 
samples from the “Office/Showroom Area”.  Mitigation of the “Finishing Area” may not be 
warranted at this time. 
     
Vapor Mitigation 
 
Anderson retained Mitigation Tech of Brockport, New York to conduct preliminary air 
communication testing and to develop a scope of work to install a Sub-Slab Depressurization 
System (SSDS) at the Site. It is proposed that this system be installed in stages to assess the 
effectiveness of the system in controlling vapor intrusion throughout the facility, and to limit 
costs.  To this end, it is proposed that a SSDS be installed in the “Laundry/Dry Cleaning Area” 
and a second independent SSDS in the “Office/Showroom Area” (refer to Figure 1).  [Note: 
Although vapor intrusion testing was not conducted within the “Laundry/Dry Cleaning Area” of 
the building, contamination has historically been identified in this area (e.g., the presence of 
tetrachloroethene in the form of DNAPL).  As such, this area likely represents the primary 
source area of the vapor impacts identified, and mitigation is warranted.  Further, it is suspected 
that mitigation within the “Laundry/Dry Cleaning Area” may have a positive impact on the 
“Finishing Area”.]  When these systems are operational, an assessment of the “Finishing Area” 
and other locations (if required) will be completed to determine if additional systems and/or 
modifications to the installed systems are warranted. 
 
Projected Schedule 
 
At the present time, it is anticipated that the installation of the SSDS within the “Laundry Dry 
Cleaning Area” and the “Office/Showroom Area” will begin after July 7, 2014, and take 
approximately three days to complete.  The start date is dependent on the availability of 
Mitigation Tech and access to the Site.  The NYSDEC will be notified at least three days prior to 
the start of work.  It is proposed that subsequent air communication testing be completed 
subsequent to the start-up of the SSDS, and that confirmatory testing be completed during the 
next heating season. 
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Tables 



Table 1

5 Hunt Road
Jamestown New York

NYSDEC Site #C907027

Summary of Detected VOCs - Indoor Air and Sub-Slab Vapor Samples

Day Environmental, Inc. 6/24/2014 CAH0772 / 3563S-04

Background
SS-1 AI-1 SS-2 AI-2 BG-1

5/1/2014 5/1/2014 5/1/2014 5/1/2014 5/1/2014
1,1,1-Trichloroethane 20.6 U U 11.18 U 2.6 U

1,2-Dichloroethane <0.9 U U U U <0.8 2.11
1,4-Dichlorobenzene 5.5 U U U 0.24 1.2 U

Carbon Tetrachloride <1.3 U U U 0.69 0.7 0.44

Chloromethane 3.7 U U U 1.69 3.7 U

cis-1,2-Dichloroethene <1.9 14.59 5.67 1586.09 48.77 <1.8 0.79
Methylene chloride 60(3) 19.72 8.37 U 8.47 6.1 6.56
Tetrachloroethene 30(4) 271.25 31.80 806.96 202.76 6.5 3.46

Trichloroethene 5(3) 82.23 23.49 343.95 101.57 1.3 1.67

U = Not detected at concentration above analytical laboratory reporting limit.

(4) Value identified in NYSDOH September 2013 Fact Sheet "Tetrachloroethene (PERC) in Indoor and Outdoor Air". 

No NYSDOH criteria is available for soil vapor samples.

Results and Guidance Values are reported as ug/m3.

                 Concentration exceed NYSDOH Indoor Air Guidance Value

                Concentration exceed NYSDOH Outdoor Air Guidance Value

(1) Indoor Air Guidance Value is the 90th percentile referenced in Table C2 of the NYSDOH document titled "Final Guidance for Evaluating Soil Vapor Intrusion in the State of 
New York - Appendix C" dated October 2006.  
(2) Outdoor Air Value is the 90th percentile referenced in Table C2 of the NYSDOH document titled "Final Guidance for Evaluating Soil Vapor Intrusion in the State of New York- 
Appendix C" dated October 2006.

(3) NYSDOH derived air guidance values in NYSDOH document titled "Final Guidance for Evaluating Soil Vapor Intrusion in the State of New York" dated October 2006.

Finishing area
Detected Constituent

NYSDOH 
Outdoor Air 

Value(2)

NYSDOH Indoor 
Air Guidance 

Value(1)

Office/Showroom Area

14.59 

6.56 
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Revised Report

Day Environmental, Inc.

1563 Lyell Avenue

Rochester, NY  14606

Attn: Ray Kampff

ü

SPECTRUM ANALYTICAL, INC.

Featuring

HANIBAL TECHNOLOGY

Project:

Project #:

Report Date: 

Re-Issued Report

Final Report

Laboratory Report

15-May-14 11:48

5 Hunt Rd. Jamestown, NY

35635-04

Laboratory ID Client Sample ID Matrix Date Sampled Date ReceivedContainer

02-May-14 21:0001-May-14 15:17Indoor/Ambient 

Air

SB88919-01 AI-1 Summa canister 6 liter

02-May-14 21:0001-May-14 15:17Soil GasSB88919-02 SS-1 Summa canister 6 liter

02-May-14 21:0001-May-14 15:20Indoor/Ambient 

Air

SB88919-03 Background Summa canister 6 liter

02-May-14 21:0001-May-14 15:20Indoor/Ambient 

Air

SB88919-04 AI-2 Summa canister 6 liter

02-May-14 21:0001-May-14 15:21Soil GasSB88919-05 SS-2 Summa canister 6 liter

I attest that the information contained within the report has been reviewed for accuracy and checked against the quality control 

requirements for each method.  These results relate only to the sample(s) as received.  

All applicable NELAC requirements have been met.

Massachusetts # M-MA138/MA1110

Connecticut # PH-0777

Florida # E87600/E87936

Maine # MA138

New Hampshire # 2538

New Jersey # MA011/MA012

New York # 11393/11840

Pennsylvania # 68-04426/68-02924

Rhode Island # 98

USDA # S-51435

Spectrum Analytical holds certification in the State of New York for the analytes as indicated with an X in the "Cert." column within 

this report.  Please note that the State of New York does not offer certification for all analytes.  Please refer to our website for specific 

certification holdings in each state.

Please note that this report contains 16 pages of analytical data plus Chain of Custody document(s).  When the Laboratory Report is 

indicated as revised, this report supersedes any previously dated reports for the laboratory ID(s) referenced above.  Where this report 

identifies subcontracted analyses, copies of the subcontractor's test report are available upon request.  This report may not be 

reproduced, except in full, without written approval from Spectrum Analytical, Inc.

Spectrum Analytical, Inc. is a NELAC accredited laboratory organization and meets NELAC testing standards. Use of the NELAC logo however does 

not insure that Spectrum is currently accredited for the specific method or analyte indicated. Please refer to our "Quality" web page at 

www.spectrum-analytical.com for a full listing of our current certifications and fields of accreditation. States in which Spectrum Analytical, Inc. 

holds NELAC certification are New York, New Hampshire, New Jersey, Pennsylvania and Florida. All analytical work for Volatile Organic and Air 

analysis are transferred to and conducted at our 830 Silver Street location (NY-11840, NJ-MA012, PA-68-04426 and FL-E87936).

Please contact the Laboratory or Technical Director at 800-789-9115 with any questions regarding the data contained in this laboratory report.

Authorized by:

Nicole Leja

Laboratory Director

Headquarters: 11 Almgren Drive & 830 Silver Street � Agawam, MA 01001 � 1-800-789-9115 � 413-789-9018 � Fax 413-789-4076

www.spectrum-analytical.com
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CASE NARRATIVE:

Data has been reported to the MDL.  This report includes estimated concentrations detected below the RDL and above the MDL 

(J-Flag).

Samples are received and the pressure is recorded from the gauge on the canister.  If a canister does not have a gauge, a vacuum gauge 

is attached to the valve and pressure is recorded.  If the canister is below -10 psig, the can must be pressurized to 0 psig.  Tedlar bags 

do not have the pressure recorded.  The can pressure can be located within this report in the sample header information.

If a Duplicate (DUP) was not requested on the Chain of Custody, method criteria may have been fulfilled with a source sample not of 

this Sample Delivery Group.

See below for any non-conformances and issues relating to quality control samples and/or sample analysis/matrix.

EPA TO-15

Calibration:

1404030

Analyte quantified by quadratic equation type calibration.

1,1-Dichloroethene

Methylene chloride

This affected the following samples:

1410791-BLK1

1410791-BS1

AI-2

S403730-ICV1

S405187-CCV1

SS-1

SS-2

1404046

Analyte quantified by quadratic equation type calibration.

1,1-Dichloroethene

Chloromethane

This affected the following samples:

1410802-BLK1

1410802-BS1

AI-1

AI-2

Background

S404057-ICV1

S405200-CCV1

Samples:

SB88919-01 AI-1

Due to the low volume of sample collected it was necessary to pressurize the Summa can in laboratory prior to analysis which 

results in elevated reporting limits.

SB88919-02 SS-1

Elevated Reporting Limits due to the presence of high levels of non-target analytes; sample may not meet client requested 

reporting limit for this reason.

SB88919-04 AI-2

 This laboratory report is not valid without an authorized signature on the cover page .

* Reportable Detection Limit Page 2 of 1615-May-14 11:48



EPA TO-15

Samples:

SB88919-04 AI-2

Sample dilution required for high concentration of target analytes to be within the instrument calibration range.

1,1,2-Trichloroethane

This flag indicates the concentration for this analyte is an estimated value due to exceeding the calibration range or interferences 

resulting in a biased final concentration.

cis-1,2-Dichloroethene

Tetrachloroethene

SB88919-05 SS-2

This sample was not able to be analyzed for client requested reporting limits due to high concentrations of target analytes in the 

sample.

EPA TO-15 SIM

Calibration:

1404046

Analyte quantified by quadratic equation type calibration.

1,1-Dichloroethane

1,1-Dichloroethene

Carbon tetrachloride

This affected the following samples:

1410802-BLK1

1410802-BS1

AI-1

AI-2

Background

S404057-ICV1

S405200-CCV1

Samples:

SB88919-01 AI-1

Due to the low volume of sample collected it was necessary to pressurize the Summa can in laboratory prior to analysis which 

results in elevated reporting limits.

SB88919-04 AI-2

This flag indicates the concentration for this analyte is an estimated value due to exceeding the calibration range or interferences 

resulting in a biased final concentration.

Tetrachloroethene

Trichloroethene

 This laboratory report is not valid without an authorized signature on the cover page .

* Reportable Detection Limit Page 3 of 1615-May-14 11:48
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